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Sheet List - Concrete
Sheet

Number Sheet Name

EP-401 ENLARGED POWER PLANS
EP-402 MEZZANINE ENLARGED POWER PLANS
EP-404 OPTIONAL ELEVATOR DETAILS
EP-601 POWER ONE LINE DIAGRAM
EP-701 PANEL BOARD SCHEDULES
EP-702 PANEL BOARD SCHEDULES
EP-703 PANEL BOARD SCHEDULES
ET-101 TELECOMMUNICATION PLAN
ET-501 TELECOMMUNICATION DETAILS
ET-601 TELECOMMUNICATIONS RISER DIAGRAM
FA-101 FIRE ALARM/MASS NOTIFICATION PLAN
FA-601 FIRE ALARM RISER DIAGRAM
FA-602 MASS NOTIFICATION RISER DIAGRAM

Sheet List - Concrete
Sheet

Number Sheet Name

M1-402 ENLARGED HVAC FLOOR PLAN - SHIPPING/RECEIVING
M1-501 HVAC DETAILS
M1-602 HVAC SCHEDULES
P1-001 PLUMBING LEGEND
P1-101 OVERALL PLUMBING PLAN - DOMESTIC WATER
P1-102 OVERALL PLUMBING PLAN - SANITARY
P1-103 OVERALL PLUMBING PLAN - NATURAL GAS
P1-401 ENLARGED DOMESTIC WATER PLUMBING PLANS
P1-402 ENLARGED SANITARY PLUMBING PLAN - ADMIN AREA
P1-403 ENLARGED SANITARY PLUMBING PLANS
P1-501 PLUMBING DETAILS
P1-601 PLUMBING SCHEDULES
P1-901 PLUMBING WATER ISOMETRIC
P1-902 PLUMBING SANITARY ISOMETRIC
I-600 SIGNAGE SCHEDULE
E-001 ELECTRICAL LEGEND
EG-101 LIGHTNING PROTECTION PLAN
EG-501 LIGHTNING PROTECTION DETAILS
EL-001 LIGHTING FIXTURE SCHEDULE
EL-002 LIGHTING CONTROL MATRIX
EL-101 ELECTRICAL LIGHTING PLAN - 1ST FLOOR
EL-102 ELECTRICAL LIGHTING PLAN - 2ND FLOOR
EL-401 ENLARGED LIGHTING PLAN
EL-402 STAIR DETAILS
EL-501 LIGHTING DETAILS 1
EL-502 LIGHTING DETAILS 2
EP-101 ELECTRICAL POWER PLAN

Sheet List - Concrete
Sheet

Number Sheet Name

I-102 OVERALL SIGNAGE PLAN
I-110 ENLARGED FURNTIURE PLAN
I-111 ENLARGED SIGNAGE PLANS
I-501 SIGNAGE DETAIL I
I-502 SIGNAGE DETAIL II
S2-001 GENERAL NOTES 1
S2-002 GENERAL NOTES 2
S2-003 TYPICAL DETAILS 1
S2-004 TYPICAL DETAILS 2
S2-005 TYPICAL DETAILS 3
S2-006 TYPICAL DETAILS 4
S2-007 TYPICAL DETAILS 5
S2-008 TYPICAL DETAILS 6
S2-101 GROUND FLOOR SLAB PLAN
S2-102 FOUNDATION PLAN
S2-103 MEZZANINE FRAMING PLAN
S2-104 ROOF FRAMING PLAN
S2-201 BUILDING SECTIONS 1
S2-202 BUILDING SECTIONS 2
S2-203 BUILDING SECTIONS 3
S2-301 FOUNDATION DETAILS
S2-302 FOUNDATION DETAILS
S2-303 STEEL DETAILS
S2-401 LOAD DIAGRAMS
M1-001 HVAC LEGEND
M1-101 OVERALL HVAC PLAN
M1-401 ENLARGED HVAC FLOOR PLAN - ADMIN AREA
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A2-000 COVER SHEET - CONCRETE OPTION
A2-101 FLOOR PLAN
A2-102 MEZZANINE PLAN - CONCRETE OPTION
A2-103 ROOF PLAN
A2-110 ENLARGED FLOOR PLAN
A2-201 EXTERIOR ELEVATIONS - CONCRETE OPTION
A2-301 BUILDING SECTIONS
A2-302 BUILDING SECTIONS
A2-310 WALL SECTIONS - CONCRETE OPTION
A2-311 SECTION DETAILS - CONCRETE OPTION
A2-312 SECTION DETAILS - CONCRETE OPTION
A2-313 SECTION DETAILS - CONCRETE OPTION
A2-314 MISC DETAILS
A2-401 REFLECTED CEILING PLANS
A2-501 INTERIOR ELEVATIONS & TOILET PLANS
A2-510 STAIR AND ELEVATOR
A2-511 STAIR AND ELEVATOR
A2-601 ROOM FINISH SCHEDULE
A2-602 DOOR SCHEDULE
A2-603 PARTITION TYPES
A2-605 CASEWORK DETAILS
A2-606 INTERIOR DETAILS
A2-701 LIFE SAFETY PLAN
A2-801 OVERVIEW - CONCRETE OPTION
A2-802 PERSPECTIVE VIEWS
A2-803 BUILDING DIAGRAMS
I-101 OVERALL FURNITURE PLAN

Army Standard Prototype - Climate Zone 3B
65,000 Square Foot Version

Standards Submittal

General Purpose Warehouse

M
AR

K
D

ES
C

R
IP

TI
O

N
D

AT
E

AP
PR



DN

UP

DN

DN

--

UP

DN

UP

1

J

A

D

G

27
' -

 0
"

24
' -

 0
"

24
' -

 0
"

24
' -

 0
"

22
' -

 0
"

24
' -

 0
"

24
' -

 0
"

24
' -

 0
"

27
' -

 0
"

3 5 11

20' - 0" 20' - 0" 20' - 0" 20' - 0" 20' - 0" 20' - 0" 20' - 0"

103B

110A

104

3
A2-302

STORAGE
101

MECHANICAL
116

SHIPPING /
RECEIVING

127

OPEN OFFICE
104

BREAKROOM
110

WORK
109

OFFICE
107

OFFICE
106

MANAGER
105

TRAINING
115

LACTATION
111

JANITOR
112

MEN
114

WOMEN
113

TELECOM
119

VESTIBULE
102

3
A2-301

111 112

114 113

115

ELECTRICAL
117

RECHARGE
120

LOBBY
103

2
A2-301

1
A2-301

ELEVATOR
121

127

SHIPPING /
RECEIVING

126

2
A2-302

STAIR
118

148

20' - 0" 20' - 0" 20' - 0" 20' - 0" 20' - 0" 20' - 0" 20' - 0"

A2-110
1

A2-110
2

1
A2-302

BREAKROOM
130

TELECOM
131

FIRE PUMP
132

A2-201 3

A2-201

1

118A

131

E.5

A2-510
5

282' - 11"

1
A2-511

6 12 1597 13102 4

H

I

F

E

C

B

DOCK LEVELER, TYPICAL

JANITOR
125

MEN
122

WOMEN
123

A2-313
5

A1-312
3

2
A2-510

CHAIN LINK FENCE - 6'-0" HIGH

HOLDING
133

282' - 11"

122 123

3

4' - 0" 4' - 0" 12' - 0" 4' - 0" 4' - 0"

INDUSTRIAL RACKS, TYPICAL

22
2'

 - 
11

"

2'
 - 

10
"

14
5'

 - 
6"

1'
 - 

5 
1/

2"
1'

 - 
5 

1/
2"

1' - 5 1/2"

FEB

FEB

FEC

A2-312
9

41' - 7 1/2" 3' - 0"3' - 0"3' - 0"3' - 7"3' - 4" 8' - 7" 10' - 0" 7' - 9" 10' - 0" 78' - 4" 3' - 4"
9' - 11 1/2"

9' - 0" 11' - 0" 9' - 0" 11' - 0" 9' - 0" 11' - 0" 9' - 0" 16' - 6" 3' - 4"
5' - 8"

1' - 5 1/2"

101

101A 101B 101C
101D 101E 101F 101G

101H

101J

3' - 4"
4' - 10"

1' - 5 1/2"

A2-201

2

A2-2014

IMPACT BARRIER, TYPICAL

IMPACT BARRIER, TYPICAL

RECYCLING AREA

EMERGENCY EYEWASH, REFER TO PLUMBING

SHEET
IDENTIFICATION

1 2 3 4 5

D
R

AW
N

 B
Y:

D
ES

I G
N

 B
Y:

SB
M

T 
BY

:

S
IZ

E :
FI

LE
 N

A
M

E:

D
AT

E :

C
O

N
TR

AC
T 

N
O

.:

S
O

LI
C

IT
AT

IO
N

 N
O

.:

U
S 

AR
M

Y 
C

O
R

PS
 O

F 
EN

G
IN

EE
R

S
C

KD
 B

Y:

US Army Corps of
Engineers ®

22
" x

 3
4"

D

C

B

A

FI
LE

 N
U

M
BE

R
:

P
LO

T  
SC

A
LE

:

P
LO

T  
D

AT
E:

SHEET OFNOT FOR CONSTRUCTIONSTANDARDS SUBMITTAL

 1
/1

6"
 =

 1
'-0

"

8/
26

/2
01

4
1:

46
:1

2 
PM

G
E N

ER
A L

 P
UR

PO
SE

 W
AR

EH
O

U S
E

PR
O

TO
T Y

PE
 D

ES
IG

N
65

,0
00

 S
Q

UA
R

E 
FO

O
T 

VE
RS

IO
N

M
AY

 2
01

3

- -

K
. P

op
e

K
. P

op
e

-

A2-101

FL
O

O
R 

PL
A

N

ST
AN

D
AR

D
S 

&
SU

ST
AI

N
AB

IL
IT

Y
- - - - -

K
. P

op
e

0

PLAN
NORTH

SCALE:

0 16' 32'

1/16" = 1' - 0"

16' 32'

M
AR

K
D

ES
C

R
IP

TI
O

N
D

AT
E

AP
PR

 1/16" = 1'-0"A2-101
1 FLOOR PLAN



DN

DN

DN

DN

--

DN

DN

DN

1

J

A

D

G

3 5 11

3
A2-302

3
A2-301

2
A2-301

1
A2-301

2
A2-302

3
A2-803

148

1
A2-302

A2-201 3

A2-201

1

A2-201

2

A2-2014

E.5

1
A2-511

6 12 1597 13102 4

H

I

F

E

C

B

2
A2-510

OPEN TO
BELOW

MEZZANINE
128

RECEIVING
MEZZANINE

129

6'
 - 

0"

6'
 - 

0"

6'
 - 

0"

6'
 - 

0"

6'
 - 

0"2'
 - 

3"

6'
 - 

0"

5'
 - 

10
" 6'

 - 
0"

6'
 - 

0"

6'
 - 

0"

6'
 - 

0"

6'
 - 

0"

6'
 - 

0"

6'
 - 

0"

6'
 - 

0"

6'
 - 

0"

6'
 - 

0"

6'
 - 

0"

6'
 - 

0"

6'
 - 

0"

6'
 - 

0"

6'
 - 

0"

4' - 6"

10' - 0"

11' - 0"

10' - 0"

4' - 6"

4' - 6"

10' - 0"

11' - 0"

10' - 0"

4' - 6"

2

2

2

2

1 1 111 1 11

1 1 111 1 11

2

2

2

2

2

2

2

2

4' - 6"

10' - 0"

11' - 0"

10' - 0"

4' - 6"

4' - 6"

10' - 0"

11' - 0"

10' - 0"

4' - 6"

PAINTED STEEL
RAILING - TYPE 1

OP
TI

ON
AL

 E
LE

VA
TO

R

1 HOUR RATING
REQUIRED FOR
ENTIRE STAIR
ENCLOSURE - REFER
TO PARTITION TYPES

1 HOUR RATING
REQUIRED FOR
ENTIRE ELEVATOR
ENCLOSURE - REFER
TO PARTITION TYPES

PAINTED STEEL
RAILING - TYPE 1

SHEET
IDENTIFICATION

1 2 3 4 5

D
R

AW
N

 B
Y:

D
ES

I G
N

 B
Y:

SB
M

T 
BY

:

S
IZ

E :
FI

LE
 N

A
M

E:

D
AT

E :

C
O

N
TR

AC
T 

N
O

.:

S
O

LI
C

IT
AT

IO
N

 N
O

.:

U
S 

AR
M

Y 
C

O
R

PS
 O

F 
EN

G
IN

EE
R

S
C

KD
 B

Y:

US Army Corps of
Engineers ®

22
" x

 3
4"

D

C

B

A

FI
LE

 N
U

M
BE

R
:

P
LO

T  
SC

A
LE

:

P
LO

T  
D

AT
E:

SHEET OFNOT FOR CONSTRUCTIONSTANDARDS SUBMITTAL

 1
/1

6"
 =

 1
'-0

"

8/
26

/2
01

4
1:

46
:2

5 
PM

G
E N

ER
A L

 P
UR

PO
SE

 W
AR

EH
O

U S
E

PR
O

TO
T Y

PE
 D

ES
IG

N
65

,0
00

 S
Q

UA
R

E 
FO

O
T 

VE
RS

IO
N

M
AY

 2
01

3

- -

K
. P

op
e

K
. P

op
e

-

A2-102

M
EZ

Z A
NI

NE
 P

LA
N 

- C
O

N
C

R
E T

E 
O

P T
IO

N

ST
AN

D
AR

D
S 

&
SU

ST
AI

N
AB

IL
IT

Y
- - - - -

K
. P

op
e

0
 1/16" = 1'-0"A2-102

1 MEZZANINE PLAN

M
AR

K
D

ES
C

R
IP

TI
O

N
D

AT
E

AP
PR



1

J

A

D

G

3 5 11

3
A2-302

3
A2-301

2
A2-301

1
A2-301

1"
 / 

1'
-0

"

2
A2-302

ROOF HATCH

3
A2-803

148

ROOF DRAIN, TYPICAL

OVERFLOW DRAIN, TYPICAL

1
A2-302

1"
 / 

1'
-0

"

A2-201 3

A2-201

1

E.5

6 12 1597 13102 4

1"
 / 

1'
-0

"

1"
 / 

1'
-0

"

3"
 / 

1'
-0

"

3"
 / 

1'
-0

"

RIDGE LINE

3"
 / 

1'
-0

"

3"
 / 

1'
-0

"

H

I

F

E

C

B

EPDM ROOFING

TUBULAR DAYLIGHTING DEVICES, TYPICAL

ACTIVE DAYLIGHTING SYSTEM, TYPICAL

REFER TO MECHANICAL FOR MECHANICAL EQUIPMENT

STANDING SEAM METAL CANOPY
STANDING SEAM METAL CANOPY

STANDING SEAM METAL CANOPY

2
A2-510

TAPERED INSULATION CRICKETS, TYPICAL

4

A2-103

5

A2-314

3

A2-314

34
'-0

"
40

'-0
"

30
'-0

"
22

'-1
0"

 B
AC

K 
O

F 
PA

N
EL

16'-0" 40'-0" 40'-0" 28'-0" 32'-0" 28'-0" 32'-0" 28'-0"

10'-0" 10'-0"

1'
-0

"

PRE-FAB RUBBER COVER
SET IN SEALANT AND
ATTACHED PER MEMBRANE
MANUFACTURER'S
RECOMMENDATIONS

VENT - REFER TO
MECHANICAL

DRAWBAND SET IN
ELASTOMERIC MASTIC

SELANT - ENTIRE PERIMETER

ROOF
INSULATION

FACTORY WEATHER CAP PER
MANUFACTURER'S STANDARD

1"

4"

4"

1"

2"
2"

1" MIN.2"

SIZE AS SHOWN ELSEWHERE

WASHER

5/16 " X  1/8 "
SLOTTED HOLE
EACH SIDE

1/4" DIA. X 5/8" BOLT
- ALUMINUM OR
STAINLESS STEEL

TWO-PIECE
DOWNSPOUT

STRAP

# 14 STAINLESS STEEL
SHEET METAL SCREWS - 1
EACH SIDE AND FRONT

DRILL FOR 1/4" DIA.
EXPANSION
ANCHOR

PREFINISHED
METAL
DOWNSPOUT

SEALANT

COMPRESSION COLLAR

ROOF MEMBRANE
BASE FLASHING

WOOD BLOCKING

ATTACHMENT COLLAR

8"
 M

IN
.

SHEET
IDENTIFICATION

1 2 3 4 5

D
R

AW
N

 B
Y:

D
ES

I G
N

 B
Y:

SB
M

T 
BY

:

S
IZ

E :
FI

LE
 N

A
M

E:

D
AT

E :

C
O

N
TR

AC
T 

N
O

.:

S
O

LI
C

IT
AT

IO
N

 N
O

.:

U
S 

AR
M

Y 
C

O
R

PS
 O

F 
EN

G
IN

EE
R

S
C

KD
 B

Y:

US Army Corps of
Engineers ®

22
" x

 3
4"

D

C

B

A

FI
LE

 N
U

M
BE

R
:

P
LO

T  
SC

A
LE

:

P
LO

T  
D

AT
E:

SHEET OFNOT FOR CONSTRUCTIONSTANDARDS SUBMITTAL

A
s 

in
di

ca
te

d

8/
26

/2
01

4
1:

46
:4

1 
PM

G
E N

ER
A L

 P
UR

PO
SE

 W
AR

EH
O

U S
E

PR
O

TO
T Y

PE
 D

ES
IG

N
65

,0
00

 S
Q

UA
R

E 
FO

O
T 

VE
RS

IO
N

M
AY

 2
01

3

- -

K
. P

op
e

K
. P

op
e

-

A2-103

R
O

O
F 

PL
A

N

ST
AN

D
AR

D
S 

&
SU

ST
AI

N
AB

IL
IT

Y
- - - - -

K
. P

op
e

0

 1/16" = 1'-0"A2-103
1 ROOF PLAN

PLAN
NORTH

M
AR

K
D

ES
C

R
IP

TI
O

N
D

AT
E

AP
PR

 1 1/2" = 1'-0"A2-103
2 TYPICAL ROOF PENETRATION

 3" = 1'-0"A2-103
3 DOWNSPOUT

 1" = 1'-0"A2-103
4 ACTIVE DAYLIGHTING SYSTEM



U
P

-
-

U
P

DN

UP

1

A D G

3

2
A2

-3
01

24' - 0"24' - 0"24' - 0"22' - 0"24' - 0"24' - 0"24' - 0"27' - 0"

10
3B

11
0A

10
4

MECHANICAL
116

OPEN OFFICE
104

BREAKROOM
110

WORK
109

OFFICE
107

OFFICE
106

MANAGER
105

TRAINING
115

LACTATION
111

JANITOR
112

MEN
114

WOMEN
113

TELECOM
119

VESTIBULE
102

11
1

11
2

11
4

11
3

11
5

ELECTRICAL
117

LOBBY
103

3

ELEVATOR
121

STAIR
118

10' - 6" 52' - 4" 12' - 0" 11' - 11 3/4" 8' - 1" 6' - 0" 10' - 8" 21' - 5" 9' - 6" 22' - 6"

10
' -

 1
0"

11
' -

 8
"

17
' -

 6
"

8'
 - 

1"
8'

 - 
11

"

8' - 0"

A2
-5

01

8

A2
-5

01

9

A2
-5

01

10

A2
-5

01
5

A2
-5

01
4

1
A2

-3
02

8'
 - 

7"
6'

 - 
8 

1/
2"

6'
 - 

11
"

5'
 - 

8"
2'

 - 
4 

1/
2"

1'
 - 

11
 1

/2
"

A2
-5

01
1

RECESSED ENTRY MAT

20' - 0"35' - 8"10' - 4"22' - 8"3' - 4"17' - 4"3' - 4"2' - 10"6' - 0"8' - 8"43' - 0"21' - 0"3' - 4"

4"

FIRE PUMP
132

MOP HOLDER AND SHELF,
TA-11

11
8A

E.
5

10
7

10
6

10
5

10
3A

10
3

2
4

H IFECB

5A

5A

5A

7

5A

3A

3A

3A

5A

5A

5A

3

3A

3

6

9 9

REFRIGERATORS

ICE MACHINE

UNDERCOUNTER ICE MACHINE
SUMP PITPIT LIGHT

PIT LADDER

A2
-5

01
6

VENDING MACHINES

LOCKERS

2
A2

-5
10

1' - 5 1/2" 8' - 4" 6' - 0" 6' - 0" 6' - 0" 6' - 0" 6' - 0" 6' - 0" 6' - 0" 6' - 0" 6' - 0" 6' - 0" 6' - 0" 6' - 0" 6' - 0" 6' - 0" 6' - 0" 4' - 5" 6' - 4" 3' - 4" 6' - 0" 6' - 0" 6' - 0" 18' - 2 1/2" 6' - 4" 15' - 8" 6' - 4" 5' - 4" 6' - 4"

A2
-6

04
2

A2
-6

04

1

OPTIONAL ELEVATOR

A2
-5

11
4

9' - 0 3/4"

2'
 - 

8"
3'

 - 
4"

13
' -

 0
"

3

3A

5A

1

4A
2

4A

4A

A1
-3

14
8

11
9

STORAGE
101

3

RECYCLING AREA

3A

11
0

13
2

11
7

11
6

10
2

11
8

J

8

1
A2-801

SHIPPING /
RECEIVING

127

A2-501
2

BREAKROOM
130

TELECOM
131

127

131

A2-501 11
A2-5017

9 10

WOMEN
123

MEN
122

JANITOR
125

122 123 SHIPPING /
RECEIVING

126

12' - 8" 17' - 6 3/8" 12' - 8"

1'
 - 

4"
3'

 - 
4"

1'
 - 

4"
3'

 - 
0"

3'
 - 

8"
3'

 - 
4"

2'
 - 

8"
3'

 - 
4"

2'
 - 

6 
1/

2"

4

5

3

3

5

36

24
' -

 6
 3

/8
"

125

126

130

1'
 - 

4"
3'

 - 
4"

1'
 - 

4"
3'

 - 
0"

4'
 - 

8"
3'

 - 
0"

1'
 - 

4"
3'

 - 
4"

3'
 - 

2 
1/

2"

4

4

8' - 10"
A2-501

3

2'
 - 

10
"

3

1

4 4

5 5

5

4 4

7' - 8" 3' - 0"
2' - 0"

3' - 10 7/8"
3' - 0"

1' - 4"
3' - 0"

6' - 3 1/2"
2' - 0"
3' - 0" 7' - 8"

MOP HOLDER AND SHELF, TA-11

SHEET
IDENTIFICATION

1 2 3 4 5

D
R

AW
N

 B
Y:

D
ES

I G
N

 B
Y:

SB
M

T 
BY

:

S
IZ

E :
FI

LE
 N

A
M

E:

D
AT

E :

C
O

N
TR

AC
T 

N
O

.:

S
O

LI
C

IT
AT

IO
N

 N
O

.:

U
S 

AR
M

Y 
C

O
R

PS
 O

F 
EN

G
IN

EE
R

S
C

KD
 B

Y:

US Army Corps of
Engineers ®

22
" x

 3
4"

D

C

B

A

FI
LE

 N
U

M
BE

R
:

P
LO

T  
SC

A
LE

:

P
LO

T  
D

AT
E:

SHEET OFNOT FOR CONSTRUCTIONSTANDARDS SUBMITTAL

 1
/8

" =
 1

'-0
"

8/
26

/2
01

4
1:

46
:5

2 
PM

G
E N

ER
A L

 P
UR

PO
SE

 W
AR

EH
O

U S
E

PR
O

TO
T Y

PE
 D

ES
IG

N
65

,0
00

 S
Q

UA
R

E 
FO

O
T 

VE
RS

IO
N

M
AY

 2
01

3

- -

K
. P

op
e

K
. P

op
e

-

A2-110

EN
L A

R
G

E D
 F

LO
O

R
 P

LA
N

ST
AN

D
AR

D
S 

&
SU

ST
AI

N
AB

IL
IT

Y
- - - - -

K
. P

op
e

0

 1/8" = 1'-0"A2-110
1 ADMINISTRATION FLOOR PLAN

 1/8" = 1'-0"A2-110
2 RECEIVING MODULE

PL
AN

N
O

R
TH

SCALE:

0 8' 16'

1/8" = 1' - 0"

8' 16'

M
AR

K
D

ES
C

R
IP

TI
O

N
D

AT
E

AP
PR



Finished Floor
0"

Mezzanine
15' - 0"

1 3 5 11

Apron Base
-4' - 0"

3
A2-302

2
A2-301 148

1
A2-302 6 12 1597 13102 4

1 1

1 1 111 1 11

FINISH TYPE 3 FINISH TYPE 2 BLOCK VENEER

A2-311
2

FINISH TYPE 1PREFINISHED METAL DOWNSPOUT
PREFINISHED METAL DOWNSPOUT

REFER TO MECHANICAL FOR LOUVER SCHEDULE

Finished Floor
0"

Mezzanine
15' - 0"

13511

Apron Base
-4' - 0"

3
A2-302

2
A2-30114 8

1
A2-30261215 9 713 10 24

111 1 111 1

FINISH TYPE 1 BLOCK VENEER FINISH TYPE 3

Finished Floor
0"

Mezzanine
15' - 0"

JA D G

Apron Base
-4' - 0"

3
A2-301

1
A2-301

2
A2-302

E.5

1
A1-312

H IFECB

22222222

2222

2 2

2222 2 2 22

6' - 0" 25' - 0" 23' - 5" 24' - 1" 23' - 3" 20' - 9" 24' - 0" 24' - 0" 24' - 6" 23' - 6" 3' - 7"

FINISH TYPE 3 FINISH TYPE 2 BLOCK VENEER FINISH TYPE 1 FINISH TYPE 3
PREFINISHED METAL DOWNSPOUT

REFER TO MECHANICAL FOR
LOUVER SCHEDULE

Finished Floor
0"

Mezzanine
15' - 0"

J ADG

Apron Base
-4' - 0"

3
A2-301

1
A2-301

2
A2-302

E.5HI F E C B

24' - 7" 24' - 0" 24' - 0" 24' - 0" 24' - 0" 24' - 0" 24' - 0" 24' - 0" 24' - 0" 5' - 6"

FINISH TYPE 1 BLOCK VENEER

SHEET
IDENTIFICATION

1 2 3 4 5

D
R

AW
N

 B
Y:

D
ES

I G
N

 B
Y:

SB
M

T 
BY

:

S
IZ

E :
FI

LE
 N

A
M

E:

D
AT

E :

C
O

N
TR

AC
T 

N
O

.:

S
O

LI
C

IT
AT

IO
N

 N
O

.:

U
S 

AR
M

Y 
C

O
R

PS
 O

F 
EN

G
IN

EE
R

S
C

KD
 B

Y:

US Army Corps of
Engineers ®

22
" x

 3
4"

D

C

B

A

FI
LE

 N
U

M
BE

R
:

P
LO

T  
SC

A
LE

:

P
LO

T  
D

AT
E:

SHEET OFNOT FOR CONSTRUCTIONSTANDARDS SUBMITTAL

 1
/1

6"
 =

 1
'-0

"

8/
26

/2
01

4
1:

47
:1

9 
PM

G
E N

ER
A L

 P
UR

PO
SE

 W
AR

EH
O

U S
E

PR
O

TO
T Y

PE
 D

ES
IG

N
65

,0
00

 S
Q

UA
R

E 
FO

O
T 

VE
RS

IO
N

M
AY

 2
01

3

- -

K
. P

op
e

K
. P

op
e

-

A2-201

EX
TE

R
IO

R
 E

LE
V A

TI
O

N
S 

- C
O

N
C

R
ET

E
O

PT
IO

N

ST
AN

D
AR

D
S 

&
SU

ST
AI

N
AB

IL
IT

Y
- - - - -

K
. P

op
e

0

 1/16" = 1'-0"A2-201
1 SOUTH ELEVATION

 1/16" = 1'-0"A2-201
2 NORTH ELEVATION

 1/16" = 1'-0"A2-201
3 WEST ELEVATION

 1/16" = 1'-0"A2-201
4 EAST ELEVATION

M
AR

K
D

ES
C

R
IP

TI
O

N
D

AT
E

AP
PR



TOILET
PAPER
DISPENSER

1-1/2" GB
1-1/2" GRAB BAR

BOTTOM OF MIRRORURINAL

DRINKING FOUNTAIN

WASTE
RECEPTACLE

PAPER TOWEL
DISPENSER

3'
 - 

0"
 M

AX

3'
 - 

6"
 - 

3'
 - 

11
 1

/2
"

3 
' -

6"
 - 

4'
 - 

0"

3'
 - 

4"
 M

AX

2'
 - 

10
"

2'
 - 

3"

9"

8" 7"

1'
 - 

5"
 M

AX
, A

C
C

ES
SI

BL
E 

O
N

LY

3' - 0" MIN, UNO 6"

1' - 6"

1'
 - 

5"
 - 

1'
 - 

7"
 ,A

C
C

ES
SI

BL
E 

O
N

LY

2'
 - 

9"
 - 

3'
 - 

0"
3' - 6" MIN1' - 0" MAX

1'
 - 

3"
 M

IN

8"

2 
1/

4"
 M

IN

4' - 6 1/32"

MIRROR

SHEET
IDENTIFICATION

1 2 3 4 5

D
R

AW
N

 B
Y:

D
ES

I G
N

 B
Y:

SB
M

T 
BY

:

S
IZ

E :
FI

LE
 N

A
M

E:

D
AT

E :

C
O

N
TR

AC
T 

N
O

.:

S
O

LI
C

IT
AT

IO
N

 N
O

.:

U
S 

AR
M

Y 
C

O
R

PS
 O

F 
EN

G
IN

EE
R

S
C

KD
 B

Y:

US Army Corps of
Engineers ®

22
" x

 3
4"

D

C

B

A

FI
LE

 N
U

M
BE

R
:

P
LO

T  
SC

A
LE

:

P
LO

T  
D

AT
E:

SHEET OFNOT FOR CONSTRUCTIONSTANDARDS SUBMITTAL

 3
/8

" =
 1

'-0
"

8/
26

/2
01

4
1:

47
:2

8 
PM

G
E N

ER
A L

 P
UR

PO
SE

 W
AR

EH
O

U S
E

PR
O

TO
T Y

PE
 D

ES
IG

N
65

,0
00

 S
Q

UA
R

E 
FO

O
T 

VE
RS

IO
N

M
AY

 2
01

3

- -

K
. P

op
e

K
. P

op
e

-

A2-601

R
O

O
M

 F
IN

IS
H

 S
C

H
ED

U
LE

ST
AN

D
AR

D
S 

&
SU

ST
AI

N
AB

IL
IT

Y
- - - - -

K
. P

op
e

0

USACE_FINISH SCHEDULE

ROOM NO ROOM NAME

WALL FINISH BASE FINISH FLOOR CEILING NOTES &
REMARKS

(SEE
NOTES) AreaNORTH EAST SOUTH WEST NORTH EAST SOUTH WEST FINISH MAT. HEIGHT

101 STORAGE Paint 01 Paint 01 Paint 01 Paint 01 - - - - Sealed
Concrete

Painted
Structure

0" 52575 SF

102 VESTIBULE Wall
System

Wall
System

Paint 01 Paint 01 Rubber
Base

Rubber
Base

Rubber
Base

Rubber
Base

Sealed
Concrete

Acoustic
Tile

9' - 0" 92 SF

103 LOBBY Paint 01 Paint 01 Paint 01 Wall
System

Rubber
Base

Rubber
Base

Rubber
Base

Rubber
Base

Carpet Tile Acoustic
Tile

9' - 0" 401 SF

104 OPEN OFFICE Paint 01 Paint 01 Wall
System

Paint 01 Rubber
Base

Rubber
Base

Rubber
Base

Rubber
Base

Carpet Tile Acoustic
Tile

9' - 0" 1880 SF

105 MANAGER Wall
System

Wall
System

Wall
System

Paint 01 Rubber
Base

Rubber
Base

Rubber
Base

Rubber
Base

Carpet Tile Acoustic
Tile

9' - 0" 154 SF

106 OFFICE Wall
System

Wall
System

Wall
System

Paint 01 Rubber
Base

Rubber
Base

Rubber
Base

Rubber
Base

Carpet Tile Acoustic
Tile

9' - 0" 131 SF

107 OFFICE Wall
System

Wall
System

Wall
System

Paint 01 Rubber
Base

Rubber
Base

Rubber
Base

Rubber
Base

Carpet Tile Acoustic
Tile

9' - 0" 132 SF

109 WORK Wall
System

Wall
System

Wall
System

Wall
System

Rubber
Base

Rubber
Base

Rubber
Base

Rubber
Base

Carpet Tile Acoustic
Tile

9' - 0" 56 SF

110 BREAKROOM Wall
System

Paint 01 Wall
System

Wall
System

Rubber
Base

Rubber
Base

Rubber
Base

Rubber
Base

Sealed
Concrete

Acoustic
Tile

9' - 0" 411 SF

111 LACTATION Paint 01 Paint 01 Paint 01 Paint 01 Rubber
Base

Rubber
Base

Rubber
Base

Rubber
Base

Sealed
Concrete

Acoustic
Tile

9' - 0" 65 SF

112 JANITOR FRP / Paint
01

FRP / Paint
01

FRP / Paint
01

FRP / Paint
01

Ceramic
Tile

Ceramic
Tile

Ceramic
Tile

Ceramic
Tile

Sealed
Concrete

Gyp. Board
- Painted

9' - 0" 68 SF

113 WOMEN Ceramic
Tile

Ceramic
Tile

Ceramic
Tile

Ceramic
Tile

Ceramic
Tile

Ceramic
Tile

Ceramic
Tile

Ceramic
Tile

Ceramic
Tile

Gyp. Board
- Painted

9' - 0" 168 SF

114 MEN Ceramic
Tile

Ceramic
Tile

Ceramic
Tile

Ceramic
Tile

Ceramic
Tile

Ceramic
Tile

Ceramic
Tile

Ceramic
Tile

Ceramic
Tile

Gyp. Board
- Painted

9' - 0" 138 SF

115 TRAINING Paint 01 Paint 01 Paint 01 Paint 01 Rubber
Base

Rubber
Base

Rubber
Base

Rubber
Base

Carpet Tile Acoustic
Tile

9' - 0" 446 SF

116 MECHANICAL Paint 01 Paint 01 Paint 01 Paint 01 - - - - Sealed
Concrete

Painted
Structure

0" 1042 SF

117 ELECTRICAL Paint 01 Paint 01 Paint 01 Paint 01 - - - - Sealed
Concrete

Painted
Structure

0" 314 SF

118 STAIR Paint 01 Paint 01 Paint 01 Paint 01 - - - - Sealed
Concrete

Painted
Structure

0" 201 SF

119 TELECOM Paint 01 Paint 01 Paint 01 Paint 01 Rubber
Base

Rubber
Base

Rubber
Base

Rubber
Base

Sealed
Concrete

Gyp. Board
- Painted

10' - 0" 207 SF

120 RECHARGE Paint 01 - Paint 01 Paint 01 - - - - Sealed
Concrete

Painted
Structure

0" 212 SF

121 ELEVATOR Laminate Laminate Laminate Laminate - - - - Manuf.
Standard

Stainless
Steel

0" 49 SF

122 MEN Ceramic
Tile

Ceramic
Tile

Ceramic
Tile

Ceramic
Tile

Ceramic
Tile

Ceramic
Tile

Ceramic
Tile

Ceramic
Tile

Ceramic
Tile

Gyp. Board
- Painted

9' - 0" 135 SF

123 WOMEN Ceramic
Tile

Ceramic
Tile

Ceramic
Tile

Ceramic
Tile

Ceramic
Tile

Ceramic
Tile

Ceramic
Tile

Ceramic
Tile

Ceramic
Tile

Gyp. Board
- Painted

9' - 0" 166 SF

125 JANITOR FRP / Paint
01

Ceramic
Tile

FRP / Paint
01

FRP / Paint
01

Ceramic
Tile

Ceramic
Tile

Ceramic
Tile

Ceramic
Tile

Sealed
Concrete

Gyp. Board
- Painted

9' - 0" 54 SF

126 SHIPPING / RECEIVING Paint 01 Paint 01 Paint 01 Paint 01 Rubber
Base

Rubber
Base

Rubber
Base

Rubber
Base

Carpet Tile Acoustic
Tile

9' - 0" 121 SF

127 SHIPPING / RECEIVING Paint 01 Paint 01 Paint 01 Paint 01 Rubber
Base

Rubber
Base

Rubber
Base

Rubber
Base

Carpet Tile Acoustic
Tile

9' - 0" 121 SF

128 MEZZANINE - - - Paint 01 - - - - Sealed
Concrete

Painted
Structure

0" 7204 SF

129 RECEIVING MEZZANINE - - Paint 01 - - - - - Sealed
Concrete

Painted
Structure

0" 1052 SF

130 BREAKROOM Paint 01 Paint 01 Paint 01 Wall
System

Rubber
Base

Rubber
Base

Rubber
Base

Rubber
Base

Sealed
Concrete

Acoustic
Tile

9' - 0" 143 SF

131 TELECOM Paint 01 Paint 01 Paint 01 Paint 01 - - - - Sealed
Concrete

Gyp. Board
- Painted

10' - 0" 73 SF

132 FIRE PUMP Paint 01 Paint 01 Paint 01 Paint 01 - - - Ceramic
Tile

Sealed
Concrete

Painted
Structure

0" 569 SF

133 HOLDING Paint 01 - Paint 01 Paint 01 - - - Ceramic
Tile

Sealed
Concrete

Painted
Structure

0" 905 SF
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USACE DOOR SCHEDULE

Door
Number Type

DOOR
Type

Comments

DOOR

Fire Rating

FRAME

Sill Hardware Comments
SIZE

Material Type Material Finish
DETAILS

Width Height Thickness Head Jamb

101 1 3' - 0" 7' - 0" 1 3/4" Hollow Metal - 02 Hollow Metal PT-01 04/A2-312 05/A2-312 07/A-603 02
101A 8 10' - 0" 10' - 0" 2" Fast

Opening
Insulated Panel - - - - 08/A2-312 09/A2-312 - 08

101B 8 10' - 0" 10' - 0" 2" Fast
Opening

Insulated Panel - - - - 08/A2-312 09/A2-312 - 08

101C 1 3' - 0" 7' - 0" 1 3/4" Hollow Metal - 02 Hollow Metal PT-01 04/A2-312 02/A1-312 07/A-603 02
101D 9 9' - 0" 10' - 0" 2" Overhead Insulated Panel - - - - 08/A2-312 09/A2-312 - 08
101E 9 9' - 0" 10' - 0" 2" Overhead Insulated Panel - - - - 08/A2-312 09/A2-312 - 08
101F 9 9' - 0" 10' - 0" 2" Overhead Insulated Panel - - - - 08/A2-312 09/A2-312 - 08
101G 9 9' - 0" 10' - 0" 2" Overhead Insulated Panel - - - - 08/A2-312 09/A2-312 - 08
101H 1 3' - 0" 7' - 0" 1 3/4" Hollow Metal - 02 Hollow Metal PT-01 04/A2-312 05/A2-312 07/A-603 02
101J 1 3' - 0" 7' - 0" 1 3/4" Hollow Metal - 02 Hollow Metal PT-01 04/A2-312 05/A2-312 07/A-603 02
102 3 6' - 0" 7' - 0" 1 3/4" Aluminum - 05 Aluminum Anodized 07/A2-312 06/A2-312 07/A-603 09
103B 2 3' - 0" 7' - 0" 1 3/4" Hollow Metal - 02 Hollow Metal PT-01 05/A1-603 06/A1-603 - 01
104 1R 3' - 0" 7' - 0" 1 3/4" Hollow Metal 45 Min 01R Hollow Metal PT-01 05/A1-603 06/A1-603 - 04
110A 2 3' - 0" 7' - 0" 1 3/4" Hollow Metal - 02 Hollow Metal PT-01 05/A1-603 06/A1-603 - 01
111 1 3' - 0" 7' - 0" 1 3/4" Hollow Metal - 01 Hollow Metal PT-01 03/A1-603 04/A1-603 - 01
112 1 3' - 0" 7' - 0" 1 3/4" Hollow Metal - 01 Hollow Metal PT-01 03/A1-603 04/A1-603 - 03
113 1 3' - 0" 7' - 0" 1 3/4" Hollow Metal - 01 Hollow Metal PT-01 03/A1-603 04/A1-603 - 06
114 1 3' - 0" 7' - 0" 1 3/4" Hollow Metal - 01 Hollow Metal PT-01 03/A1-603 04/A1-603 - 06
115 4 6' - 0" 7' - 0" 1 3/4" Hollow Metal - 03 Hollow Metal PT-01 03/A1-603 04/A1-603 - 10
116 4 6' - 0" 7' - 0" 1 3/4" Hollow Metal 04 Hollow Metal PT-01 04/A2-312 07/A1-603 - 05
117 4 6' - 0" 7' - 0" 1 3/4" Hollow Metal 04 Hollow Metal PT-01 04/A2-312 07/A1-603 - 05
118 2 3' - 0" 7' - 0" 1 3/4" Hollow Metal - 02 Hollow Metal PT-01 04/A2-312 07/A1-603 07/A-603 02
118A 1R 3' - 0" 7' - 0" 1 3/4" Hollow Metal 45 Min 01R Hollow Metal PT-01 05/A1-603 06/A1-603 - 04
119 1 3' - 0" 7' - 0" 1 3/4" Hollow Metal - 02 Hollow Metal PT-01 05/A1-603 06/A1-603 03
122 1 3' - 0" 7' - 0" 1 3/4" Hollow Metal - 02 Hollow Metal PT-01 05/A1-603 06/A1-603 - 06
123 1 3' - 0" 7' - 0" 1 3/4" Hollow Metal - 02 Hollow Metal PT-01 05/A1-603 06/A1-603 - 06
125 1 3' - 0" 7' - 0" 1 3/4" Hollow Metal - 02 Hollow Metal PT-01 05/A1-603 06/A1-603 - 03
126 1 3' - 0" 7' - 0" 1 3/4" Hollow Metal - 02 Hollow Metal PT-01 05/A1-603 06/A1-603 - 01
127 1 3' - 0" 7' - 0" 1 3/4" Hollow Metal - 02 Hollow Metal PT-01 05/A1-603 06/A1-603 - 01
130 1 3' - 0" 7' - 0" 1 3/4" Hollow Metal - 02 Hollow Metal PT-01 05/A1-603 06/A1-603 - 01
131 1 3' - 0" 7' - 0" 1 3/4" Hollow Metal - 02 Hollow Metal PT-01 05/A1-603 06/A1-603 - 03
132 4 6' - 0" 7' - 0" 1 3/4" Hollow Metal 04 Hollow Metal PT-01 04/A2-312 07/A1-603 - 05
201 1R 3' - 0" 7' - 0" 1 3/4" Hollow Metal 45 Min 01R Hollow Metal PT-01 03/A1-603 04/A1-603 - 04 Mezzanine Level

Furniture System Door Schedule
Door

Number Type Width Height Type Comments
Finish

Material Fire Rating

103 7 6' - 0" 9' - 0" Enclose Double Swing Door Anodized -
103A 6 3' - 0" 9' - 0" Enclose Single Swing Door Anodized -
105 6 3' - 0" 9' - 0" Enclose Single Swing Door Anodized -
106 6 3' - 0" 9' - 0" Enclose Single Swing Door Anodized -
107 6 3' - 0" 9' - 0" Enclose Single Swing Door Anodized -
110 6 3' - 0" 9' - 0" Enclose Single Swing Door Anodized -

 1/4" = 1'-0"

DOOR TYPES
 1/4" = 1'-0"A2-602

1 FRAME TYPES
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NTS.

TYPICAL LATERAL BRACING DETAIL FOR
SUSPENDED GYPSUM BOARD CEILING SYSTEM

45

45

45

45

8 GA. MIN. DIA
STL VERT. WIRE SPACED
48" O.C. MAX.

HANGER WIRE INSIDE OF
COMPRESSION STRUT TO
HAVE 4 TIGHT TURNS.
COMPRESSION STRUT TO
BE A 1/2" CONDUIT,

45  SPLAY STL WIRE
MIN. 10 GA. DIA.
ATTACHED TO 1 1/2" CHANNEL
& SPLAYED IN 4 DIRECTIONS.
(SEE NOTES 1, 2.)

3 TURNS MIN. IN
MAX. 1 1/2" TYP.

16 GA. COLD-ROLLED STL
1 1/2" CHANNELS SPACED
48" O.C. MAX.

20 GA. ROLL-FORMED STL
7/8"  HAT CHANNELS SPACED
24" O.C. MAX.2" MAX.

NTS.

TYPICAL LATERAL BRACING DETAIL FOR
SUSPENDED ACOUSTICAL CEILING
SYSTEM

45

45

45

45

8 GA. MIN. DIA
STL VERT. WIRE SPACED
48" O.C. MAX.

HANGER WIRE INSIDE OF
COMPRESSION STRUT TO
HAVE 4 TIGHT TURNS.
COMPRESSION STRUT TO
BE A 1/2" CONDUIT,

MAIN RUNNER

CROSS TEE

2"  MAX.

3 TURNS MIN. IN
MAX. 1 1/2" TYP.

45  SPLAY STL WIRE
MIN 10 GA. DIA.
ATTACHED TO 1 1/2" TEE
& SPLAYED IN 4 DIRECTIONS.
(SEE NOTES 1, 2.)

NTS.

SUSPENDED GYPSUM BOARD CEILING
AT MECHANICAL GRILLE/REGISTER
DETAIL

SUSP. CLG SYSTEM HANGER

DUCT
(SEE MECH. FOR SIZE
AND SUSPENSION SYSTEM)

1/2" x 16 GA. GALV. STL FRAMING @ BOTH
SIDES OF EA. MECH GRILLE/REGISTER

1/2" x 16 GA. GALV. STL FRAMING@ BOTH SIDES OF
EA. MECH GRILLE/REGISTER

20 GA. ROLL-FORMED STL7/8" HAT CHANNELS
SPACED24" O.C. MAX.

GRILLE/REGISTER
SEE MECH.

5/8" TYPE X. GYP BD
GYP. BD EDGE TRIM
ALL ROUND OPG.

NTS.

SUSPENDED GYPSUM BOARD CEILING
AT LIGHTING FIXTURE DETAIL

SUSP. CLG SYSTEM HANGER

GYP. BD EDGE TRIM
ALL ROUND OPG.

20 GA. ROLL-FORMED STL7/8" HAT CHANNELS
SPACED24" O.C. MAX.

1/2" x 16 GA. GALV. STL FRAMING@ BOTH SIDES OF
EA. MECH GRILLE/REGISTER

1/2" x 16 GA. GALV. STL FRAMING@ BOTH SIDES OF
EA. MECH GRILLE/REGISTER

5/8" TYPE X. GYP BD

RECESSED LIGHTING
FIXTURE AT ALL SUSP.
CEILING
SYSTEMS SHALL HAVE
SEISMIC RESTRAIINTS.
(SEE
ELEC.)

4'-0"
8'-0" 6'-0"

4'
-0

"

4'
-0

"

3'
-0

"
3'

-0
"

CEILING

MARKER
BOARD
(MB1)

BULLETIN
BOARD (BB)

MARKER
BOARD (MB2)

FLOOR

NOTES:
1.   MOUNTING HEIGHT OF ALL BULLETIN BOARDS AND MARKER BOARDS SHALL BE AS SHOWN.
2.  CENTER BULLETIN BOARD / MARKER BOARD ON WALLS AS INDICATED ON FLOOR PLAN PLATES.
3.  COORDINATE FINAL PLACEMENT OF MARKER BOARDS IN STAFF OFFICES WITH USER.

5'
-0

" M
AX

. T
O

 F
IN

IS
H

FL
O

O
R2A:10B:C MULTIPURPOSE

DRY CHEMICAL FIRE EXT.
(GFGI-NIC)

ROLLED EDGE SEMI-
RECESSED FIRE EXTINGUISHER
CABINET AS SPECIFIED

BREAK GLASS
HINGED DOOR

WOOD BLOCKING
AS REQ'D

SEMI-RECESSED FIRE EXTINGUISHER
CABINET SECTION AT METAL STUD WALL

TYPICAL SEMI-RECESSED FIRE
EXTINGUISHER CABINET

FRONT ELEVATION

NOTES:
1.  CABINETS SHALL BE SIZED TO ACCOMMODATE GFGI FIRE EXTINGUISHERS,
COORDINATE WITH CONTRACTING OFFICER.
2.  CABINET SHALL BE LOCKABLE.
3.  AT ALL FEB LOCATIONS, BRACKET SHALL BE WALL MOUNTED AT 5'-0" A.F.F.
-FIRE EXTINGUISHER TO BE 2A:10B:C (GFGI, NIC)

METAL STUDS
W/ GYP. BD.

WOOD BLOCKING
AS REQ'D

COLUMN @ CORNER COLUMN IN WALL

CONTINUOUS
SEALANT AND
BACKER ROD

STEEL
COLUMN

CONTINUOUS
SEALANT
AND BACKER
ROD

STEEL
COLUMN

CUT BLOCK
AROUND
COLUMN

CUT
BLOCK
AROUND
COLUMN
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 1/8" = 1'-0"A2-606
2 CEILING BRACE

 1/8" = 1'-0"A2-606
3 CEILING BRACE

 1/8" = 1'-0"A2-606
4 CEILING DETAIL

 1/8" = 1'-0"A2-606
5 CEILING DETAIL

 1 1/2" = 1'-0"A2-606
6 BOARD ELEVATIONS

 1 1/2" = 1'-0"A2-606
7 F.E. CABINET
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 3" = 1'-0"A2-606
1 PLAN DETAILS
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