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NOT FOR CONSTRUCTION

 1/8" = 1'-0"A-101
1 FIRST FLOOR PLAN

1.  RE: SHEET A-001 FOR GENERAL NOTES.

2.  A RECESSED MOUNTED KNOX BOX WILL BE REQUIRED AT THE
MAIN ENTRANCE.  BOX #3275 DARK BRONZE WITH TAMPER
SWITCHES AND #3290 MOUNTING KITS WILL BE REQUIRED.
CONTRACTOR NOTIFY INSTALLATION'S FIRE PROTECTION
SPECIALIST FOR AN APPLICATION FOR KEYING TO INSTALLATION'S
FIRE DEPARTMENT ACCOUNT.  RE: SHEET A-002 FOR DETAILS.

4.  RE: CIVIL PLANS FOR DOWNSPOUT CONNECTIONS TO STORM
DRAIN.

5.  RE: MECH PLANS FOR FLOOR DRAINS AND LOUVER LOCATIONS.
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CORRECTED FINAL
NOT FOR CONSTRUCTION

 1/4" = 1'-0"A-102
1 PARTIAL FLOOR PLAN - A

KEY PLAN A

1.  RE: SHEET A-001 FOR FLOOR GENERAL NOTES AND A-101 FOR FLOOR
PLAN NOTES.

PARTIAL FLOOR PLAN NOTES:
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CORRECTED FINAL
NOT FOR CONSTRUCTION

 1/4" = 1'-0"A-103
1 PARTIAL FLOOR PLAN B

KEY PLAN B

1.  RE: SHEET A-001 FOR FLOOR GENERAL NOTES AND A-101 FOR FLOOR
PLAN NOTES.

PARTIAL FLOOR PLAN NOTES:
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CORRECTED FINAL
NOT FOR CONSTRUCTION

 1/4" = 1'-0"A-104
1 PARTIAL FLOOR PLAN C

KEY PLAN C

1.  RE: SHEET A-001 FOR FLOOR GENERAL NOTES AND A-101 FOR FLOOR
PLAN NOTES.

PARTIAL FLOOR PLAN NOTES:
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 1/4" = 1'-0"A-105
1 PARTIAL FLOOR PLAN D

KEY PLAN D

1.  RE: SHEET A-001 FOR FLOOR GENERAL NOTES AND A-101 FOR FLOOR
PLAN NOTES.

PARTIAL FLOOR PLAN NOTES:
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A-201
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A-2021
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A-301

1
A-302

33
'-1
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110'-5 3/4"

D D D D D D D D D

DDDDDDDDE
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141 ROOF HATCH

ROOF HATCH

F2'-8"

DISTANCE TO
EXHAUST LOUVER
FRAME

2
A-301

2
A-302

9

C

G

3
A-301

4
A-301

1
A-303

A-501
4

A-501
5

A-501
7

DS DS DS DS

DS DS DS DS

DS

METAL CONDUCTOR,
TYP.

G.7

G.8

H

H.3

EPDM WALKWAY PAD

EPDM WALKWAY PAD

EPDM WALKWAY PAD
UNDER DOWNSPOUT
OUTLET, TYP.

EPDM WALKWAY PAD
UNDER DOWNSPOUT
OUTLET, TYP.

3 5/8" STUDS AT
CLERESTORY WALLS
SHALL BE SPACED 12"
O.C., TYP.

3 5/8" STUDS AT
CLERESTORY WALLS
SHALL BE SPACED 12"
O.C., TYP.
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CORRECTED FINAL
NOT FOR CONSTRUCTION

 1/8" = 1'-0"A-106
1 CLERESTORY PLAN

1.  RE: SHEET A-001 FOR FLOOR GENERAL NOTES AND A-101 FOR FLOOR
PLAN NOTES.

CLERERSTORY PLAN NOTES:



66

6 6

A-201

2

A-201

1

A-2021

A-202 2

CONFERENCE
131

11'-0"

BREAKROOM
127

9'-0"

EO
133

9'-0"

RE-ENLISTMENT
132

9'-0"

CHAPLAIN
136

9'-0"

SHARP
137

9'-0"

STAFF DUTY
138

9'-0"

VEST
101

9'-0"

LOBBY
102

9'-0"

RECEPTION
105

9'-0"

SGT MAJOR
108

9'-0"

XO
106

9'-0"

BRIGADE
COMMANDER

107

9'-0"

OPEN OFFICE
110

9'-0"

S-3
112

9'-0"

S-1
111

9'-0"

TEAM ROOM
113

11'-0"

LEGAL SUITE
121

9'-0"

FILE STORAGE
122

9'-0"

JAN/RECYC
124

9'-0"

LACTATION
125

9'-0"

OPEN OFFICE
117

9'-0"

S-4
116

9'-0"

S-2
115

9'-0"

WOMEN
118

9'-0"

MEN
119

9'-0"ELEC
129

MECHANICAL
130

CORRIDOR
114

9'-0"

CORRIDOR
120

CORRIDOR
104

CORRIDOR
103

OPEN TO ABOVE

OPEN TO ABOVE

OPEN TO ABOVE

9'-0"

OPEN TO ABOVE
OPEN TO ABOVE

VEST
128

9'-0"

CHAPLAIN
ASSISTANT

134

9'-0"

VEST
135

9'-0"

SUPPLY STORAGE
109

OPEN TO ABOVE

RETRACTABLE PROJECTOR SCREEN (NIC)
RE:  2/A-521

SOFFIT

CANOPY SOFFIT

ROOF SOFFIT

ROOF SOFFIT

ROOF SOFFIT

TYPICAL BULKHEAD
RE:  3/A-521

RETRACTABLE PROJECTOR SCREEN (NIC)
RE:  2/A-521

TYPICAL BULKHEAD
RE:  3/A-521
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2'-6"

2'
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-0

"

CURVED BULKHEAD
RE:  1/A-521

LEGAL
DOCUMENT
STORAGE

123

9'-0"

HEADER

ROOF TRUSS ABOVE, TYP.
RE: STRUCTURAL DRAWINGSROOF TRUSS ABOVE, TYP.

RE: STRUCTURAL DRAWINGS

STEEL JOIST ABOVE, TYP.
RE: STRUCTURAL DRAWINGS

STEEL BEAM AND BRACING
ABOVE, TYP.
RE: STRUCTURAL DRAWINGS

MOTORIZED SHADING DEVICE
RE:  INTERIOR DRAWINGS, 3/I-202
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CORRECTED FINAL
NOT FOR CONSTRUCTION

 1/8" = 1'-0"A-107
1 FIRST FLOOR REFLECTED CEILING PLAN

REFLECTED CEILING PLAN
GENERAL NOTES
1. SEE SHEET A-001 FOR GENERAL NOTES, ABBREVIATIONS, AND CEILING PLAN
LEGEND.

2.  FIXTURES ARE SHOWN FOR POSITIONING IN FINISHED CEILING.  RE:
ELECTRICAL, MECHANICAL, AND FIRE PROTECTION FOR FIXTURE TYPES AND
LOCATIONS

3.  IN SQUARE OR RECTANGULAR ROOMS, CENTER CEILING TILES BOTH WAYS,
TYP.  CENTER FIXTURES AND ACCESSORIES IN CEILING TILES, UNO.

4.  RE:  MECHANICAL AND SPECIFICATIONS ON LOCATIONS FOR CEILING
ACCESS PANELS.  RE: SHEET A-520 FOR INSTALLATION DETAILS.

5.  RE:  FA AND LIGHTING DRAWINGS FOR EXIT SIGN LOCATIONS.

6.  RE:  FINISH SCHEDULE IN INTERIOR DRAWINGS FOR CEILING FINISHES.

7.  RE: SHEETS A-520 AND A-521 FOR FURRING AND BULKHEAD DETAILS.

8. FOR MOTORIZED SHADING DEVICES IN CONFERENCE ROOM AND TEAM
ROOM, SEE INTERIOR DRAWINGS I-202
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A-301
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A-302
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EPDM ROOF
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CAST STONE
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SPECIFICATIONS
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CORRECTED FINAL
NOT FOR CONSTRUCTION

 1/8" = 1'-0"A-108
1 ROOF PLAN

1.  RE: SHEET A-001 FOR GENERAL NOTES.

2. ALL ROOF CRICKETS TO BE SLOPED 1/2":12", TYP.

3.  RE: CIVIL PLANS FOR DOWNSPOUT CONNECTIONS TO
STORM DRAIN.

ROOF PLAN NOTES:



TOP OF PARAPET
17'-0"

SSMR
RE: SPECIFICATIONS

CAST STONE CORNICE
RE: SHEET A-801 AND SPECIFICATIONS

METAL FASCIA
RE: SPECIFICATIONS

METAL GUTTER
RE: SPECIFICATIONS

CAST STONE CORNICE AND CAP
RE: SHEET A-801 AND
SPECIFICATIONS

METAL WALL PANEL
RE: SPECIFICATIONS

MECHANICAL LOUVER
RE: SPECIFICATIONS

CAST STONE BAND
RE: SHEET A-801 AND
SPECIFICATIONS

BRICK (MODULAR)
RE: SPECIFICATIONS

CAST STONE SILL
RE: SHEET A-801 AND SPECIFICATIONS

SPLIT-FACE CMU
RE: SPECIFICATIONS

CHAPLAIN ENTRY ROOF BEYOND

TRANSLUCENT PANEL
RE: SPECIFICATIONS

METAL CONDUCTOR
RE: SPECIFICATIONS
OVERFLOW SCUPPER
METAL DOWNSPOUT
RE: SPECIFICATIONS

CANOPY SOFFIT
10'-0"

SOFFIT
19'-8"

TOP OF CAST
STONE BAND

(UPPER)
9'-4"

FIRE ALARM BELL
RE: ELECTRICAL DRAWINGS

01 FIRST FLOOR
0"

SSMR
RE: SPECIFICATIONS

CHAPLAIN ENTRY ROOF BEYOND

METAL FASCIA
RE: SPECIFICATIONS

METAL GUTTER
RE: SPECIFICATIONS

CAST STONE CORNICE
RE: SHEET A-801 AND
SPECIFICATIONS

METAL WALL PANEL
RE: SPECIFICATIONS

TRANSLUCENT PANEL
RE: SPECIFICATIONS

CAST STONE BAND
RE: SHEET A-801 AND
SPECIFICATIONS

CAST STONE SILL
RE: SHEET A-801 AND
SPECIFICATIONS

BRICK (MODULAR)
RE: SPECIFICATIONS

SPLIT-FACE CMU
RE: SPECIFICATIONS

METAL FASCIA
RE: SPECIFICATIONS

CURTAIN WALL SYSTEM
RE: SPECIFICATIONS

BRICK (MODULAR)
RE: SPECIFICATIONS

CAST STONE MEDALLION
RE:  SHEET A-801 AND
SPECIFICATIONS

SPLIT-FACE CMU
RE: SPECIFICATIONS

METAL CONDUCTOR
RE: SPECIFICATIONS

METAL DOWNSPOUT
RE: SPECIFICATIONS

OVERFLOW SCUPPER

KNOX BOX

CANOPY SOFFIT
10'-0"

SOFFIT
19'-8"

TOP OF CAST
STONE BAND

(LOWER)
4'-0"

TOP OF CAST
STONE BAND

(UPPER)
9'-4"

CONTROL JOINT, TYP.

DARK BRONZE ANODIZED
MIDLOTHIAN 4-111A; LAWRENCEVILLE OR RICHMOND LEE 5-20.BRICK SIZE IS TO BE MODULAR.
FLAMINGO-BRIXMENT COLOR MASONRY CEMENT C380 WHITE OAK
     AS MANUFACTURED BY ESSROC ITALCEMENTI GROUP
YORK BUILDING YBP-631 (BUFF LIMESTONE COLOR)
COLOR TO MATCH YORK BUILDING YBP-631 (BUFF LIMESTONE COLOR)
DARK BRONZE ANODIZED

DARK BRONZE ANODIZED

DARK BRONZE ANODIZED
DARK BRONZE ANODIZED
MATCH ADJACENT MATERIALS
MATCH ADJACENT MATERIALS
CRYSTAL WHITE

EXTERIOR FINISH SCHEDULE
ITEM DESCRIPTION

SSMR
BRICK

MORTAR

SPLIT-FACED CMU
CAST STONE
ALUMINUM WINDOWS, CURTAIN
WALLS, TRANSLUCENT PANEL
FRAMES AND METAL WALL PANELS
FACIA, SOFFIT, GUTTER AND
DOWNSPOUTS
STEEL DOORS AND FRAMES
MISCELLANEOUS TRIM AND METAL
SEALANTS AND CAULKING
TRANSLUCENT PANEL
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CORRECTED FINAL
NOT FOR CONSTRUCTION

 1/8" = 1'-0"A-201
1 NORTH ELEVATION

 1/8" = 1'-0"A-201
2 SOUTH ELEVATION

1.  RE:  SHEET A-801 FOR CAST STONE PROFILES.

GENERAL NOTES:



METAL FASCIA
RE: SPECIFICATIONS

METAL GUTTER
RE: SPECIFICATIONS

SSMR
RE: SPECIFICATIONS

CAST STONE CORNICE
RE: SHEET A-801 AND
SPECIFICATIONS

CURTAIN WALL SYSTEM
RE: SPECIFICATIONS

CAST STONE BAND
RE: SHEET A-801 AND
SPECIFICATIONS

CAST STONE SILL
RE: SHEET A-801 AND
SPECIFICATIONS

BRICK (MODULAR)
RE: SPECIFICATIONS

SPLIT-FACE CMU
RE: SPECIFICATIONS

BRICK (MODULAR)
RE: SPECIFICATIONS

CAST STONE MEDALLION
RE: SHEET A-801 AND SPECIFICATIONS

SPLIT-FACE CMU
RE: SPECIFICATIONS

CURTAIN WALL SYSTEM
RE: SPECIFICATIONS

BRICK (MODULAR)
RE: SPECIFICATIONS

CAST STONE BAND
RE: SHEET A-801 AND SPECIFICATIONS

SPLIT-FACE CMU
RE: SPECIFICATIONS

CAST STONE SILL
RE: SHEET A-801 AND
SPECIFICATIONS

METAL WALL PANEL
RE: SPECIFICATIONS

METAL CONDUCTOR BEYOND
RE: SPECIFICATIONSSOFFIT

19'-8"

TOP OF CAST
STONE BAND

(LOWER)
4'-0"

TOP OF CAST
STONE BAND

(UPPER)
9'-4"

01 FIRST FLOOR
0"

TOP OF PARAPET
17'-0"

METAL WALL PANEL
RE: SPECIFICATIONS

METAL GUTTER
RE: SPECIFICATIONS

CAST STONE CORNICE
RE: SPECIFICATIONS

CAST STONE CORNICE
RE: SPECIFICATIONS

CURTAIN WALL SYSTEM
RE: SPECIFICATIONS

CAST STONE SILL
RE: SPECIFICATIONS

BRICK (MODULAR)
RE: SPECIFICATIONS

SPLIT-FACE CMU
RE: SPECIFICATIONS

SSMR
RE: SPECIFICATIONS

BRICK (MODULAR)
RE: SPECIFICATIONS

SPLIT-FACE CMU
RE: SPECIFICATIONS

CAST STONE BAND
RE: SPECIFICATIONS

CAST STONE CAP
RE: SPECIFICATIONS

CHAPLAIN ENTRY ROOF

SSMR
RE: SPECIFICATIONS

CAST STONE MEDALLION
RE: SPECIFICATIONS

CURTAIN WALL SYSTEM
RE: SPECIFICATIONS

CAST STONE BAND
RE: SPECIFICATIONS

METAL CONDUCTOR BEYOND
RE: SPECIFICATIONS

9'-1 1/2"

10
'-0

"

CANOPY SOFFIT
10'-0"

TOP OF CAST
STONE BAND

(LOWER)
4'-0"

TOP OF CAST
STONE BAND

(UPPER)
9'-4"

DARK BRONZE ANODIZED
MIDLOTHIAN 4-111A; LAWRENCEVILLE OR RICHMOND LEE 5-20.BRICK SIZE IS TO BE MODULAR.
FLAMINGO-BRIXMENT COLOR MASONRY CEMENT C380 WHITE OAK
     AS MANUFACTURED BY ESSROC ITALCEMENTI GROUP
YORK BUILDING YBP-631 (BUFF LIMESTONE COLOR)
COLOR TO MATCH YORK BUILDING YBP-631 (BUFF LIMESTONE COLOR)
DARK BRONZE ANODIZED

DARK BRONZE ANODIZED

DARK BRONZE ANODIZED
DARK BRONZE ANODIZED
MATCH ADJACENT MATERIALS
MATCH ADJACENT MATERIALS
CRYSTAL WHITE

EXTERIOR FINISH SCHEDULE
ITEM DESCRIPTION

SSMR
BRICK

MORTAR

SPLIT-FACED CMU
CAST STONE
ALUMINUM WINDOWS, CURTAIN
WALLS, TRANSLUCENT PANEL
FRAMES AND METAL WALL PANELS
FACIA, SOFFIT, GUTTER AND
DOWNSPOUTS
STEEL DOORS AND FRAMES
MISCELLANEOUS TRIM AND METAL
SEALANTS AND CAULKING
TRANSLUCENT PANEL
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CORRECTED FINAL
NOT FOR CONSTRUCTION

 1/8" = 1'-0"A-202
1 EAST ELEVATION

 1/8" = 1'-0"A-202
2 WEST ELEVATION
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CORRECTED FINAL
NOT FOR CONSTRUCTION

INTERIOR FINISH SCHEDULE

NO. ROOM NAME FLOOR BASE
WALL FINISH KEYED

NOTESNORTH EAST SOUTH WEST
101 VESTIBULE EC PB-1 PNT-1 PNT-1 PNT-1 PNT-1
102 LOBBY PT-1 PB-1 PNT-1 PNT-1 PNT-1 PNT-1
103 CORRIDOR PT-1 PB-1 PNT-1 PNT-1 PNT-1 PNT-1
104 CORRIDOR PT-1 PB-1 PNT-1 PNT-1 PNT-1 PNT-1
105 RECEPTION CPT-1 RB-1 PNT-1 PNT-1 PNT-1 PNT-1
106 XO CPT-1 RB-1 PNT-1 PNT-1 PNT-1 PNT-1
107 BRIGADE COMMANDER CPT-1 RB-1 PNT-1 PNT-1 PNT-1 PNT-1
108 SGT MAJOR CPT-1 RB-1 PNT-1 PNT-1 PNT-1 PNT-1
109 SUPPLY STORAGE CPT-3 RB-2 PNT-1 PNT-1 PNT-1 PNT-1
110 OPEN OFFICE CPT-3 RB-2 PNT-1 PNT-1 PNT-1 PNT-1
111 S-1 CPT-2 RB-2 PNT-1 PNT-1 PNT-1 PNT-1
112 S-3 CPT-2 RB-2 PNT-1 PNT-1 PNT-1 PNT-1
113 TEAM ROOM CPT-3 RB-2 PNT-1 PNT-1 PNT-1 PNT-1
114 CORRIDOR PT-1 PB-1 PNT-1 PNT-1 PNT-1 PNT-1
115 S-2 CPT-2 RB-2 PNT-1 PNT-1 PNT-1 PNT-1
116 S-4 CPT-2 RB-2 PNT-1 PNT-1 PNT-1 PNT-1
117 OPEN OFFICE CPT-3 RB-2 PNT-1 PNT-1 PNT-1 PNT-1
118 WOMEN PT-2 PB-2 PNT-2, WT 1, 2, 3 PNT-2, WT 1, 2, 3 PNT-2, WT 1, 2, 3 PNT-2, WT 1, 2, 3
119 MEN PT-2 PB-2 PNT-2, WT PNT-2, WT PNT-2, WT PNT-2, WT
120 CORRIDOR PT-1 PB-1 PNT-2, WT 1, 2, 3 PNT-2, WT 1, 2, 3 PNT-2, WT 1, 2, 3 PNT-2, WT 1, 2, 3
121 LEGAL SUITE CPT-3 RB-2 PNT-1 PNT-1 PNT-1 PNT-1
122 FILE STORAGE RF-1 RB-2 PNT-1 PNT-1 PNT-1 PNT-1
123 LEGAL DOCUMENT STORAGE RF-1 RB-2 PNT-1 PNT-1 PNT-1 PNT-1
124 JANITOR/RECYCLING PT-2 PB-2 PNT-1 PNT-1 PNT-1 PNT-1
125 LACTATION PT-2 PB-2 PNT-1 PNT-1 PNT-1 PNT-1
126 COMMUNICATIONS SC RB-2 PNT-1 PNT-1 PNT-1 PNT-1
127 BREAKROOM PT-2 PB-2 PNT-1 PNT-1 PNT-1 PNT-1
128 VESTIBULE EC PB-1 PNT-1 PNT-1 PNT-1 PNT-1
129 ELECTRICAL SC RB-2 PNT-1 PNT-1 PNT-1 PNT-1
130 MECHANICAL SC RB-2 PNT-1 PNT-1 PNT-1 PNT-1
131 CONFERENCE CPT-1 PB-1 PNT-1 PNT-1 PNT-1 PNT-1
132 RE-ENLISTMENT CPT-2 RB-2 PNT-1 PNT-1 PNT-1 PNT-1
133 EO CPT-2 RB-2 PNT-1 PNT-1 PNT-1 PNT-1

INTERIOR COLOR LEGEND
SYMBOL MATERIAL MANUFACTURER MODEL NO. / FINISH COLOR SIZE NOTES

EC ENTRY CARPET BALCO INC BFMR-A / MANUFACTURER STANDARD SEE DWGS
CPT-1 CARPET TILE SHAW CONTRACT DISPERSE 59576 / MOVEMENT 75481 24 X 24
CPT-2 CARPET TILE SHAW CONTRACT DIFFUSE 59575 / MOVEMENT 75481 24 X 24
CPT-3 CARPET TILE FORBOR FLOORING FLOTEX METRO, PEBBLE 546011 20 X 20
PT-1 PORCELAIN TILE/TERRAZZO TILE FRITZTILE BIRCH C521540 12 X 12
PT-2 PORCELAIN TILE AMERICAN OLEAN COSTA REI, SABBIA DORATO CR81 12 X 12
RF-1 RESILENT FLOOR SHAW HARD SURFACE CRETE 0203V / SLATE 03750 17.72 X 17.72
SC SEALED CONCRETE CLEAR COAT SEALER BROOM FINISH

CWB CERAMIC WALL BASE AMERICAN OLEAN COSTA REI, SABBIA DORATO CR81 6 X 12
PWB PORCELAIN/TERRAZZO WALL BASE FRITZTILE BIRCH C521540 6 X 12
RWB RESILENT WALL BASE JOHNSONITE CINNAMON 76 6 X 12

CWT-1 CERAMIC WALL TILE AMERICAN OLEAN BRIGHT & MATTE, MATTE BISCUIT 6 X 6
CWT-2 CERAMIC WALL TILE AMERICAN OLEAN PROFILES, MATTE NUTMEG 0039 3 X 6
CWT-3 CERAMIC WALL TILE AMERICAN OLEAN PROFILES, MATTE BISCUIT 0092 3 X 6
PNT-1 PAINT SHERWIN WILLIAMS MODEST WHITE, SW 6084
PNT-2 PAINT SHERWIN WILLIAMS SIMPLIFY WHITE, SW 6085

ACT ACOUSTICAL CEILING TILE ARMSTRONG CEILINGS FINE FISURED, ANGLED TEGULAR 24 X 24 STANDARD WHITE GRID
PNT-3 PAINT SHERWIN WILLIAMS WHITE FLOUR, SW 7102

CG CORNER GUARD CS ACROVYN
CR CHAIR RAIL
PNT-4 PAINT SHERWIN WILLIAMS JAVA SW 6090
PLAM PLASTIC LAMINATE
RDRS SOLAR SHADES MECHOSHADE ROOM DARKENING
SS-1 SOLID SURFACE SAMSUNG RADIANZ QUARTZ NOBLE COLLECTION, MARIPOSA BUFF MU410 COUNTERS AND WINDOWSILLS
SS-2 SOLID SURFACE AVONITE SURFACES FOUNDATIONS, SANDSTORM F1-9036 SHOWER WALLS
TPT TOILET PARTITION SCRANTON PRODUCTS HINYHIDERS, JAVA
WS WOOD STAIN
LFRS SOLAR SHADES MECHOSHADE LIGHT FILTERING

1.   WINDOW SILLS SHALL BE SOLID SURFACE (SS-1).
2.   PROVIDE MOISTURE RESISTANT GWB AT ALL GWB CEILINGS IN WET AREAS.
3.   PROVIDE CORNER GUARDS (CG) AT ALL EXTERIOR GWB CORNERS.
4.   PROVIDE APPROPRIATE TRANSITION STRIPS WHERE FLOOR MATERIALS CHANGE.  SEE SHEET I-102 FOR TRANSITIONS.
5.   PAINT ALL GWB CEILING AND EXPOSED DUCTWORK PNT-3, FLAT.
6.   PAINT ALL INTERIOR HOLLOW METAL (HM) DOORS AND FRAMES PNT-4, SEMI GLOSS.
7.   EXPOSED INTERIOR ROOF DECK TO MATCH PNT-3.
8.   REFER TO SHEET A-501 REFLECTED CEILING PLAN FOR CEILING HEIGHTS AND FINISHES.
9.   ALL VANITY AND COUNTER TOPS SHALL BE SOLID SURFACE (SS-1).
10. ALL CABINETS AND WOOD DOORS SHALL BE ????
11. INSTALL CARPETS CPT-1 AND CPT-2 AT QUARTER TURN PATTERN.
12. FOR WALL TILE PATTERN IN RESTROOMS SEE DETAIL 1 TYPICAL RESTROON WALL TILE PATTERN ON SHEET I-601.
13. AT SHOWERS PROVIDE SOLID SURFACE WALLS (SS-2).
14. IN JANITOR/RECYCLING, PROVIDE (CWT-1) 4'-0" A.F.F. AT ALL WALLS.
16. PROVIDE SOLAR SHADES (RS) AT ALL EXTERIOR WINDOWS.  BLACKOUT SHADES SHALL BE PROVIDED IN ROOM 131 CONFERENCE ROOM AND ROOM 113 TEAM ROOM.
17. SOLAR SHADES (RS) IN ROOMS #113 TEAM ROOM AND  #131 CONFERENCE ROOM ARE TO BE MOTORIZED.

FINISH NOTES

 1/4" = 1'-0"1 WAINSCOT TYPICAL

CWB

CWT-1

CWT-2

CWT-3

PNT-2
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